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ABSTRAK

Persyaratan Kesehatan Lingkungan Rumah Sakit yaitu suhu yang
dianjurkan pada ruangan ICU 22-23°C sedangkan untuk kelembaban udara pada
ruangan ICU yaitu 35-60%. Dengan data tersebut alat akan memantau suhu dan
kelembaban dengan membunyikan alarm saat suhu kurang dari 22°C atau lebih
dari 23°C dan kelembaban kurang dari 35% RH atau lebih dari 60% RH. Maka
penulis perlu mensimulasikan untuk mengontrol suhu dan kelembaban di ruang
icu.

Simulasi Alat pengontrol Suhu dan kelembaban digunakan untuk
mengetahui kelembaban dan suhu dalam suatu ruangan. Simulasi ini
menggunakan sensor DHT-22 | mikrokontroler Arduino Mega2560 dan Peltier
sebagai pendingin ruangan pengganti ac. Dengan memanfaatkan rangkaian modul
sensor DHT-22 sebagai pembacaan kelembaban dan suhu, maka alat ini sangat
berguna dirumah sakit. Dengan alat pemantau kelembaban dan suhu ini perawat
ataupun dokter akan segera mengetahui suhu dan kelembaban yang tidak
diinginkan dalam ruang ICU.

Secara keseluruan Simulasi Pengontrol Suhu Dan Kelembaban Di Ruang
Icu Menggunakan Sensor Dht-22 mampu berkerja dengan baik. Sensor dht-22
Dapat berkerja dengan baik dengan memiliki keakurasian Suhu 99,434% dan
kelembaban 99,366

Kata kunci : Suhu dan Kelembaban, di Ruang Icu dan Modul DHT-22.



ABSTRACT

Hospital Environmental Health Requirements, namely the recommended
temperature in the ICU room is 22-23°C while for air humidity in the ICU room is
35-60%. With these data the tool will monitor temperature and humidity by
sounding an alarm when the temperature is less than 22°C or more than 23°C
and the humidity is less than 35% RH or more than 60% RH. So the authors need
fo simulate to control the temperature and humidity in the ICU room.

Simulation of temperature and humidity controllers is used to determine
humidity and temperature in a room. This simulation uses a DHT-22 sensor,
Arduino Mega2560 microcontroller and Peltier as a replacement air conditioner.
By utilizing a series of DHT-22 sensor modules as humidity and temperature
readings, this tool is very useful in hospitals. With this humidity and temperature
monitoring device, nurses or doctors will immediately find out unwanted
temperature and humidity in the ICU room.

Overall, the Simulation of Temperature and Humidity Control in the ICU
Room Using the Dht-22 Sensor can work well. The dht-22 sensor can work well
by having an accuracy of 99.434% temperature and 99.366 humidity

Keywords: Temperature and Humidity, in the Icu Room and the DHT-22 Module.
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